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Appendix A. Drawings
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Figure A-1. Threaded Process Connection
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3. DO NOT REMOVE TERMINAL BLOCK FROM FACTORY ASSEMBLED A

SENSOR HOUSING. REMOVING MAY RESULT IN DAMAGE TO

SENSOR HEAD LEADS.

SPECIFIC MODELS WILL HAVE ONE (COMMON) WIRE IN PLACE

OF 2 SEPARATE REFERENCE AND ACTIVE WIRES CONNECTED TO

TERMINAL 8.

1. TEMPERATURE SENSORS ARE MATCHED. RESISTANCE SHOULD
NOT DIFFER BY MORE THAT 1% AT AMBIENT TEMPERATURE,
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Based on dwg. 016434 rev. N/C C00479-1

Figure A-2. Wiring Diagram

Doc. No. 06EN003264 Rev. A A-1 Modesl 12-64/8-66 Basic Switch



FLUID COMPONENTS INTL APPENDIX A - DRAWINGS

Models 12-64/8-66 Basic Switch A-2 Doc. No. 06EN003264 Rev. A



